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1

C 000 Initial Comments C 000

This report is of a Biennial Construction Survey
done by Bob Getchell on January 7, 2016,

This facility was first licensad as a Home for the
Aged serving 12 ambulatory residents on
Movember 19, 1879, Therefore the facility must
meet the 1877 and the applicable portions of the
2008 Rules for the Licensing of Adulf Care
Homes, and, the 1978 North Carolina State
Building Code Section 408.1 Institutional
Unrestrained Occupancy

Ceficiencies were noted which will reguire a new
plan of correction

Existing Licensed Fac- No less than 71 Rules cm

SECTION 0300 - PHYSICAL PLANT

104 NCAC 13F 0301 APPLICATION OF
PHYSICAL PLANT REQUIREMENTS

The physical plant requirements for each adult
care home shall be applied as follows

(2] Except where otherwise specified. existing
licensed facilities or portions of existing licensed
facilities shall meet licensure and cods
requirements in effect at the time of construction,
change in service or bed count, addition,
renovation, or alteration; however in no case shall
tha requirements for any licensed faciiity where
no addition or renovation has been made, be less
than those requirements found in the 1971
"Minimum and Desired Standards and
Regulations” for "Homes for the Aged and Infirm”,
copies of which are available at the Division of
Health Service Regulation at no cost;

Thizs Rule is not met as evidenced by
1. Based on observation, the building fire
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C 101 Continued From page 1 C 101

detection equipment was not installed in ail
spaces in accordance with the NC State Building
Code in effect at the time of construction. This

would affect all residents by not detecting smoke,

activating the fire alarm, and directing residents j hL i {é ANV LS  ANE A ;(_ '§ te.

from the building. A ¢.qa

L of <

o /)r { Li «ﬂ q @ {m /

Findings include: y / f AN

a) The Med room has no smoke detection or heat A ﬁ{_ .

detection tied into the fire alarm & } U,{; o kide

b}y The corridor bathrooms have no smoke AN uﬂj e )

detection or heat detection tied into the fire alarm. '-'fM “ gﬂ_,.t’?ﬂ-f‘ Co

O u‘t&f{ SOENIN )
C 111 Must Have Current San. & Fire Safety Reports Co11 ﬁ; P .{r”b(.éfﬁ) At

SECTION 0300 - PHYSICAL PLANT _j J L
10A NCAC 13F 0302 DESIGN AND {)ﬁfw’i ﬁf& 1-1{5'" . £ oA
) GAAEHL S

CONSTRUCTION({ )
fi The faciity shall have current sanitation and ﬁpj r
fire and building safety inspection reports which
shall be maintained in the home and available for ("A;'L.E- A
review
A% 1

. ¥

This Rule is not met as evidenced by. [, A
; L
1. Based on observation, current reports were
not available at the time of the survey 1 b s
A (-l S0
Findings include:
- - L (/LKL
The current Sanitation report for the building was {);}_{.,L NS
not available at the time of the survey - :
A g‘gfjll
C 150 Corridors-Free of equipment and Obstructions C 150

SECTIOMN 0300 - PHYSICAL PLANT

10A NCAC 13F 0305 PHYSICAL
ENVIRONMENT

(g} The requirements for corridors are;

(4} Corridors shall be free of all equipment and
other cbstructions.

Division af Health Service Regulation
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C 150 Continued From page 2 C 150

This Rule is not met as evidenced by

1. Based on observation, egress from all areas
was not maintained in a safe manner by having
corridors blocked by furniture. This would affect
all residents by not allowing free egress in an
emergency

Findings include.

The exit corridor has wall-mounted shelves and
end tables extending into the cornidor reducing
the width of the corridor 1o less than S festl,

C 164 Housekeeping and Furnishings-Clean, Repaired o164

SECTION 0300 - PHYSICAL PLANT
T0ANCAC 13F 0306 HOUSEREEFING AND
FURNISHINGS

{a) Adult care homes shall:

(1) have walls, ceilings, and floors or floor
coverings kept clean and in good repair,

{2} have no chronic unpleasant odors,

{3) have furniture clean and in good repair,

(e} This Rule shall apply to new and existing
facilities.

This Rule is not met as evidenced by

1. Based on observation, some building
components were not mantained in clean,
repaired condition

Findings include: _ <
The following areas were not being kept clean: %_HS&M (el TALALL NG
zgh?%nmrii:;%z .dUSE and dfrt on baseboards and . I{Lﬁ% | j“i o {.}JM_TJ vl KV L
ELhTr?dﬂgri i:wuarz Idust and d.|r1 on baseboards and }\'} s ,Q'IQL{LF é 9 d""wﬁ_ Muw
Eghﬁr?damriirﬂseldusl and dirt on basebeards and b_ﬂfb _ ;‘}q—!fn
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SECTION 0300 - PHYSICAL PLANT

104 NCAC 13F 0311 OTHER
REQUIREMENTS

{a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
operating condition,

(k) This Rule shall apply to new and existing
facilities with the exception of Paragragh (&)
which shall not apply to existing facilities,

This Rule is not met as evidenced by

1. Based on observation, the building was not
maintained in a safe mannear by not maintaining
the fire-resistance rating of building componenis
This would affect all residents by not containing
smoke and fire in the room or smoke
compartment of origin.

Findings include:
a) The attic draft wall has a 2 foot by 2 foot

{Xd) 1D SUMMARY STATEMENT OF DEFICIENCIES in PROVIDER'S PLAN OF CORRECTION )
PREFIX (EAGH DEFICIENGY MUST BE PRECEDED BY FULL PREFIX (EAGH CORRECTIVE ACTION SHOULD BE COMPLETE
TAG REGULATORY OR, LSC IDENTIFYING INFORMATION) TAG CROSS-REFERENCED 7O THE APFROPRIATE DATE
DEFICIENCY)
C 184 Continued From page 3 C 164 }Léd,l—"f-u*-— B {-""_G'_;; fm,&f LJLJZ#L
d} The Shower room has mildew growing on the IJ éﬁ{a ILE Fars fu'fJM L
tle. (A .4."*&’---"“ e 1-a%-14
&) Throughout the building the HVAC return
vents and their associated radiation dampers are
covered with dust and dirt which could interfere
with the damper activating properly in & fire AL AV '
b
emergency o Ci fi thf' V4 A --ff_‘}"“j
fi Awindow in room § is missing the screen. LA adai ., /
A
C 1889 Building Equipment Maintained Safe, Operating C 188

h&m@

[ ronenitd

section of gypsum cut out of it N3t LA :J“ I}[}, -—.a"'(;;’-'
b} Room 2 has ceiling and wall joints separating F { )
¢) Room 4 has ceiling and wall joints separating
d} The Personal closet near the managers
apartment has wall damage in the right corner
g} The Med Room has an unprotected
Division of Haalth Service Regulation
STATE FORM B SNV E1 W continuation sheet 4 of §
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C 189 Continued From page 4 | C 189
penetration in the ceiling.
fi There are unprotected penetrations in the
corridor wall above the emergency light near
room 1
2. Based on observation, the facility components
were not maintained operable by having doors
that did not close completely and latch.
Findings include:
Room 1 has a roller latch that does nat wark
because it releases with less than 5 pounds of
force.
C 199 Exhaust Ventilation 199
SECTION 0300 - PHYSICAL PLANT
10A NCAC 13F 0311 OTHER
REQUIREMENTS
(q) The spaces listed in this Paragraph shall be
provided with exhausi ventilation at the rate of
two cubic feet per minute per square foct. This
requirement does not apply to facilities licensed
before April 1, 1984, with natural ventilation in
these specified spaces;
{1} soiled linen storage,
{2) soil utility room:;
{3} bathrooms and toilet rooms;
(4) housekeeping closets, and
(5) laundry area.
(k) This Rule shall apply to new and existing
facilities with the exception of Paragraph (&)
which shall not apply to existing facilities.
This Rule is not met as evidenced by
1. Based on observation, the building exhaust
verilation was not maintained in accordance with
this Rule,
Divisian of Health Service Reguiation
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C 199 Continued From page 5 C 199 . Y [
o Al DE ekt e L,
Findings include: _t_’%!',} i
The exhaust fan in the Shower room is not | i ;‘I
working. Q/“;)["
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